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Contact: Mr. Luigi Gatti

Source of Samples: The samples were sent by Gamox Rubinetterie S.r.l. and received by IAPMO R&T Lab
in good condition on February 2, 2009.

Date of Testing: February 5, 2009 through February 20, 2009

Sample Description: Single control shampoo faucet with a plastic hand spray

Model No: ST700.20

Scope of Testing: The purpose of the testing was to determine if the samples tested of the single control
shampoo faucet with a plastic hand spray met the applicable requirements of ASME
A112.18.1-2005/CSA B125.1-05, entitled, “Plumbing Supply Fittings”.

Conclusion: The samples tested of the single control shampoo faucet with a plastic hand spray, model
$T700.20 from Gamox Rubinetterie S.r.l. COMPLIED with the applicable requirements of ASME
A112.18.1-2005/ CSA B125.1-05.

By our signatures below we certify that all the testing and sample preparation for this report was performed under continuous,
direct supervision of IAPMO R&T Lab, unless otherwise stated.

Tested by, Reviewed by,
Simon Hadi, Test Technician Andy Ho, Manager, Fitting Testing
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